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ELECTRICAL REQUIREMENTS
FOR FAIRWAY
A dedicated 13amp waterproof socket - This must be served by a 20amp single-phase cable, which is suitable for electric motor start-up.

This should be controlled at the fuse board by an HRC motor rated, ‘D’ type, circuit breaker.
All electrical installations should be carried out by a competent electrical contractor and should comply with IEE regulations and the relevant British Standards.

Should any of these points need clarification please do not hesitate to call.

We trust this will prove of assistance to you.

Stephen Woolridge

Service Director
